TOWNSHIP OF FRANKLIN, COUNTY OF SOMERSET
PURCHASING DEPARTMENT
475 DeMott Lane, Somerset, NJ 08873-6704
MUNICIPAL BUILDING
Somerset, NJ 08873-6704

CINDY BELANGER, RPPO, QPA
Purchasing Agent

PHONE: (732) 873-2500 Ext. 6239
Cindy.Belanger@franklinnj.gov

NOTICE OF ADDENDUM #1

CATALPA PARK
B25-018-ENG

Addendum No. 1 has been issued for the CATALPA PARK B25-018-ENG , on July 1, 2025 has
been delivered as to all eligible Contractors who have received BID specifications.

Copies of Addendum No. 1 may be seen or procured at the Municipal Building, Purchasing
Department, 475 DeMott Lane, Somerset, NJ 08873 during regular business hours Monday — Friday
8:30 a.m. — 4:30 p.m. and on the township website at www.franklintwpnj.org.

TO ALL CONCERNED:

The original BID specification package for the above referenced BID is amended as noted in
Addendum No. 1, and shall become part of the original BID package.

COMMENT 1: There is a detail for a curb between the Asphalt and Safety surfaces, but no
mention of the areas that meet grass. Is there a curb at these locations as well?

RESPONSE: Concrete curb is required to be installed around the entire perimeter of the rubber safety
surfacing. The curb detail provided in the Tot-Lot Play Surface Typical Cross Section detail shall be
utilized with the exception of the 2” wide concrete ledge wherever adjacent to grass.

COMMENT 2: What size is the new electrical service to the site and where is the proposed
location?

RESPONSE: The new electrical service is to be a single phase electric service and shall be connected
to the relocated utility pole (UP #62411) located at the entrance to the park as delineated on Drawing
No. G-2. The electric service shall be run underground to existing UP #62414 as delineated on
Drawing No. G-3.

COMMENT 3: There is a minimum of a Farmhouse and Farmhouse Gate for electrical
connections. Please provide the location of these items as well as the power requirements needed.

RESPONSE: The gate and gate operator are located at the entrance to the 10’ wide hot mix asphalt
driveway leading to the residential home, located at approximately Station 6+10 along the access drive
alignment, and as delineated on Drawing No. C-3. The power requirements for the gate operator are
24VDC and 80W.


http://www.franklintwpnj.org/

COMMENT 4: There are no MEP plans for the interior of the Bathroom Facilities, please
provide.

RESPONSE: The MEP design for the interior of the bathroom facilities is to be completed by the
building vendor. Please refer to Drawing No. CD-9 for the layout of the interior MEP equipment
within the bathroom facilities and “Section 2AW — Pre-Engineered Buildings” of the technical
specifications for the building requirements.

COMMENT 5: Will this project be bound by a PLA?

RESPONSE: The project is not bound by a PLA.

COMMENT 6: The Delaware Decorative Stone detail does not provide clear dimensions, and
the is area is not visible on the site plans. Please confirm depth and width.

RESPONSE: As noted in the bid proposal 330 square yards of Delaware decorative stone is proposed.
The width is variable, and the depth is 3”.

END OF ADDENDUM # 1

Cindy Belanger, QPA, RPPO
Date Advertised: July 1, 2025



