CINDY BELANGER, RPPO, QPA

Purchasing Agent

TOWNSHIP OF FRANKLIN, COUNTY OF SOMERSET

PURCHASING DEPARTMENT
475 DeMott Lane, Somerset, NJ 08873-6704
MUNICIPAL BUILDING
Somerset, NJ 08873-6704

PHONE: (732) 873-2500 Ext. 6239
Cindy.Belanger@franklinnj.gov

NOTICE OF ADDENDUM #2

CATALPA PARK
B25-018-ENG

Addendum No. 2 has been issued for the CATALPA PARK B25-018-ENG , on July 9, 2025 has
been delivered as to all eligible Contractors who have received BID specifications.

Copies of Addendum No. 2 may be seen or procured at the Municipal Building, Purchasing
Department, 475 DeMott Lane, Somerset, NJ 08873 during regular business hours Monday — Friday
8:30 a.m. — 4:30 p.m. and on the township website at www.franklintwpnj.org.

TO ALL CONCERNED:

The original BID specification package for the above referenced BID is amended as noted in
Addendum No. 2, and shall become part of the original BID package.

COMMENT 1:

RESPONSE:

COMMENT 2:

RESPONSE:

There is no mention of Modular Retaining Walls in the specifications or on
the site plans for the Community Garden and the Playground Shade
Structure, however, there are call outs in the grading plan for TW/BW —
please confirm if modular block walls will be needed in these areas.

Modular retaining walls will be required for the Community Garden and the
Playground Shade Structure.

Without Electrical Plans, there are some details being requested, can you
provide any of the following information?

a. New Service Voltage and Amperage

b. Panel Schedules, Sizes, and Circuits

c. Proposed method of splitting the two Bathroom Facilities

a. The new service shall be sized to service the two (2) new restroom

facilities and the existing residential dwelling. The Cricket Field
restroom facility will include a 100 amp, single phase breaker panel and
the Playground restroom facility will include a 200 amp, single phase
breaker panel, as indicated in Section 2AW — Pre-Engineered Buildings
of the technical specifications. The size of the residential dwelling’s
electrical panel is unknown. The bidder should assume a 200 amp
panel for bidding purposes. The bidder will be responsible to coordinate
with the respective utility company to provide the required electric
service for the park and resident.


http://www.franklintwpnj.org/

b. The electric design for the bathroom facilities is to be completed by the
building manufacturer.

c. The intent of the design is to run the electric from the service pole
(#62411), located at the entrance to the park as delineated on Drawing
No. G-2, to the existing on-site utility pole (#62414) as delineated on
Drawing No. G-3. From pole #62414, the service line is to run
underground to the proposed bathroom building adjacent to the Cricket
Field where it will connect to a meter. The service will then run from the
meter through a series of poles to the panel within the bathroom building
at the Cricket Field.

COMMENT 3: As I'm looking for Maintenance Bond Requirements | found 2 different
requirements. Can you please let me know which % is correct?

RESPONSE: Upon acceptance of the work by the Township, the vendor shall submit a
maintenance bond in the amount of ten percent 10% guaranteeing against
defective quality of work or materials for the period of one (1) year.

END OF ADDENDUM # 2

Cindy Belanger, QPA, RPPO
Date Advertised: July 9, 2025



